Data Kasey Building: Floor: 11 Date 07/13/04
Collected Ingram Sampled:
By:
PERIOD 1 PERIOD
1
Sample Site By Room| Hallway| Hallway Room | Hallway Room| Entrance D By Room| Hallway | Hallway Room Hallway Room | Entrance D
Elevators 11470| by Room| by Room 11176 by 11394 Elevators 11470| by room| by Room 11176 | by Room 11394
11104 11158 Room 11104 11158 11426
11426
Time 10:33 10:35 10:38 10:40 10:42 10:45 10:48 10:51 01:34 01:41 01:48 01:51 01:53 01:55 01:57 01:59
Temperature 76.5 750 739 73.9 741 727| 718 72.9 75.2 736| 745 745 745| 73.0 72.1| 72.1
Relative 52.8 50.6 51.9 51.6 50.1 51.2 52.2 52.8 50.7 51.8 50.6 50.4 50.7 51.3 52.1 52.8
Humidity
Carbon 592 559 (570 587 572 571 567 583 656 651 657 657 682 643 650 654
Dioxide
Carbon 0.7 1.2 1.0 0.7 0.7 0.8 0.9 0.6 1.0. 1.2 11 11 0.7 1.0 0.9 11
Monoxide
Air Sample # | MEA-2-11-| MEA-2-| MEA-2- [ MEA-11-
01 11-02 11-03 {04
Results in 12 12 12 12
CFU/m3
Notes
Data Kasey Building: Floor: 12 Date 07/13/04
Collected Ingram Sampled:
By:
PERIOD 1
Sample Site Room Room Room Room Room Room Room Elevator Room Room Room Room Room Romm Room| Elevators
12323 12323 12365 12384 12326 12320 12303 Lobby 12323 12323 12365 12384 12326 12320 12303 Lobby
Time 10:16 10:10 10:20 10:22 10:23 10:24 10:27 10:29 02:22 02:23 02:24 02:25 02:26 02:28 02:30 02:31
Temperature | 754 75.0] 747 745| 736  748| 74.7| 745| 748|  747| 745| 743  736] 75.0] 74.8| 74.8|
Relative 49.3 49.0 49.5 49.5 49.8 49.2 49.3 49.5 52.2 50.0 50.4 50.6 51.6 50.4 50.1 50.1
Humidity
Carbon 590 597 603 620 650 696 587 594 714 716 727 726 770 739 735 719
Dioxide
Carbon 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Monoxide
Air Sample # | MEA-2-12-| MEA-2-| MEA-2- [ MEA-2-
01 12-02 12-03[12-04
Results in 12 12 12 12
CFU/m3

Notes







